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NOTES:—

o & U

FOR ABBREVIATIONS AND SYMBOLS, SEE DRAWING BMB-EP-01

ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE MENTIONED.

FOR LIGHTING FIXTURE SCHEDULES, SEE DRAWING BMB—-EL-02

FOR PANEL SCHEDULES, SEE DRAWING BMB—EP-08

COORDINATE FIXTURE INSTALLATION IN ALL ROOM IN FIELD TO AVOID CONFLICTS
WITH OTHER EQUIPMENT.

CONDUIT DROPS TO LIGHTING FIXTURES INSTALLED IN ACOUSTICAL TILE CEILINGS
SHALL BE MADE WITH FLEXIBLE METAL CONDUIT CONNECTED TO EMT CONDUIT
FASTENED OVERHEAD.

ALL HPS FIXTURES TO BE EQUIPPED WITH SOW HPS BULBS AND CONTROLLED

BY INTEGRAL PHOTOCELL.

ALL EXIT AND EMERGENCY LIGHTS ARE CONTROLLED BY UNSWITCHED POWER SUPPLY

LEGEND: —

Lokl

L7 8

HID EXTERIOR LIGHTING FIXTURE WALL MTD.
NUMBER INDICATES CIRCUIT LETTER
DENOTES LIGHT NUMBER FED FROM EP1

FLUORESCENT LIGHTING FIXTURE
NUMBER INDICATES CIRCUIT,
LETTER(eg.L10) DENOTES LIGHT
NUMBER FED FROM LR1

7. EMERGENCY BATTERY LIGHTING UNIT FED FROM EP1

EXIT LIGHTING FIXTURE SHADING
INDICATES LIGHTED FACE ARROW
INDICATES DIRECTION

(52 SINGLE POLE ONE —~WAY SWITCH

'S’ INDICATES SWITCH AND NUMBER INDICATES SWITCH NUMBER

S4 TWO WAY SWITCH

¥ 'S’ INDICATES SWITCH AND NUMBER INDICATES SWITCH NUMBER
CONDUIT EXPOSED
Vi DENOTES 2.5sq mm PVC WIRE —— PHASE
/ DENOTES 2.5sq mm PVC WIRE —— NEUTRAL
/ DENOTES 1.5sq mm PVC WIRE —— EARTH
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